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FINAL SUBMISSION

APRIL 9, 2013

IF SHEET IS LESS THAN (307x42") IT IS
A REDUCED PRINT; SCALE ACCORDINGLY

KEY NOTES (THIS SHEET ONLY)

@ SPLIT WIRED RECEPTACLE TO SWITCH MOUNTED ABOVE

COUNTER FOR SINK DISPOSAL UNIT.

FURNISH #14/2

WITH GROUND TYPE SO FLEXIBLE CORD WITH MOLDED END

MALE PLUG.

CRASH CART RECHARGING STATION RECEPTACLE, 208V,
20A, 1 PHASE, 2—POLE, 3W, ISOLATED GROUNDING TYPE.

MOUNT 48" A.F.F.

@ IMMUNIZATION REFRIGERATOR RECEPTACLE. CONFIRM EXACT
LOCATION OF IMMUNIZATION REFRIGERATOR PRIOR TO

ROUGH—IN.
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